
 

 

 

 

ADDENDUM #1 
 
September 15, 2016 
 
To all Bidders for the solicitation titled: Idaho Transportation Department District 6 Laboratory Reroof 
 
Bid #F00158 
 
Please notify everyone concerned (subcontractors and suppliers) as to the issuance and contents of this Addendum prior to the 
date of bid opening. The  following  changes,  deletions  and/or  additions  have  been  made  to  the  above  mentioned 
solicitation. All other information will remain the same. This Addendum is a part of the contract documents and modifies them 
as follows: 
 
Item #1 
Initial Term of Contract now reads; 
 
The service performed under the contract will begin upon ITD’S written notice to proceed and must be completed within 30 
calendar days of Contractor start date and completed no later than June 1, 2017.  
 
Item #2 
Section 12.2 Detailed Scope of Work. 
Remove first paragraph.  Replace with; 
 
Install manufacturer recommended vapor barrier. 
 
Section 12.2 Detailed Scope of Work 

Additional Requirements; 
  

Contractor will remove the existing six (6) steel HVAC unit mounting pipes indicated during the pre-bid tour.  The pipes must 
be removed flush to the deck.  (These pipes are no longer in use and the HVAC unit has been removed.  
 
Contractor will remove the existing two (2) metal pipes indicated during the pre-bid tour located at the junction of the 
building being reroofed and the new building. 
 
Contractor will remove and replace existing roof edge coping with 24 gauge coping.      
               
Item #3 
The Contractor will create a tapered 1/8” slope toward the existing drains using 1.25lb EPS (extruded polystyrene) board. 
 
Item #4 
The Contractors will achieve a minimum R-30 value using ISO (rigid insulated extruded polystyrene) board. 
 
Item #5 
Any air conditioner and air conditioner duct removal and replacement (if needed) including electrical work will be the 
responsibly of ITD. 
 
Item #6 
Contractor will not be required to replace the heat tape located on the building west side drain. 



 
Item #7 
Section 11.4 Warranties, Guarantees, and Instruction Sheets 
The roofing manufacturer warranty must be a NDL (No dollar limitation) warranty. 
 
Item #8 
Question: 
 
What PVC sheet do we need to look at for bidding this?  Are you wanting a KEE sheet or just a regular PVC sheet? 
 
Answer: 
Ketone Ethylene Ester (KEE) sheet. 
 
 
 

 
 
   

   
 
 
 
 
 
 
 
 
 
 
 
 
 
There are no other changes. 
 
Denise Cooley, Buyer CPPB 
Idaho Transportation Department 
 
 
 
I acknowledge that I have received and read this addendum, and that failure to return a signed copy of this addendum with my 
response may result in my bid being found non-responsive.  
 
Bidder (company name): _____________________________________________________________________ 
Authorized Signature: _______________________________________________________________________ 
Printed Name: _____________________________________________________________________________ 
Date: _________________________________________ 
 

THIS ADDENDUM MUST BE SIGNED, DATED AND RETURNED WITH YOUR RESPONSE 
 

End of Addendum #1 
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