1. Use 2" PC from each signal "C" size push button to each signal pole base. The fill shall be 5 conductor cables for vehicle phases, pedestrian phases with pushbutton and 2 conductor cables for pushbutton indicators. Red or 214 type cables, unshielded conductors shall be retained full length.

2. Non-metallic raceways shall have a 25% than ground conductor.

3. Signal interconnection plan sheet for location of junction boxes.

4. Pedestrian pushbutton wiring is to be installed as per manufacturer's instructions.